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Building to Grid (B2G)
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Building to Grid (B2G)

• Of all electricity generated in US:
– Buildings consume 70% g
– Buildings pay > 80% of the cost to generate
Consequences of inefficiencies are high– Consequences of inefficiencies are high

– Building loads are contributing to grid instability
• Alternative energy (or worse, 1‐phase AE)
• Electric vehicle charging
• FIDVR, etc



Consumption Patterns Tell a Story
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Consumption Patterns Tell a Story

• Usage tends to follow a pattern

• Mathematical model can predict this pattern
• Deviations from pattern are interesting



Anomalous Energy Consumption
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Anomalous Energy Consumption

• Why do we have outliers?
Which are important?– Which are important?



Excessive Consumption Prediction
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Excessive Consumption Prediction
Previous Peak New Peak DemandPredicted New Peak

Demand
New Peak Demand 
Set HereDemand

3 13:15 A
M

1:00A
M

~8 hours
advance notice

• Must be sufficient time to take action



New Monthly Peak Demand Set
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New Monthly Peak Demand Set
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• High, but maybe not “abnormal”
– Is it coinciding with hottest part of the day?– Is it coinciding with hottest part of the day?



What is Abnormal Here?
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What is Abnormal Here?



Deviation from Normal Usage
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Deviation from Normal Usage

Red: deviation 
above normal

Black: noBlack: no 
deviation from 
normal

Blue: deviation 
below normal

• “Abnormal” usage different than peak usage



Time of Use Analysis
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Time of Use Analysis

• TOU deviations can indicate anomalies
• Anomalous usage doesn’t coincide with peak• Anomalous usage doesn t coincide with peak
• Almost always detects abnormal operations



Convection Heat Transfer
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Convection Heat Transfer

• Temperature differential and flow rate 
• Common heat transfer method in buildingsCommon heat transfer method in buildings



Building “Efficiency”
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Building  Efficiency

• Group unknowns and replace with new 
• Acts like an efficiency

– Larger: more energy transfer across smaller TLarger: more energy transfer across smaller T
– Smaller: less energy transfer across larger T



Can Subdivide and Isolate Problem
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Can Subdivide and Isolate Problem

http://www.flomerics.com/flovent/data_center_animation.gif

• CFD‐like studies can be performed continuously
• Flows and temperatures are predictable• Flows and temperatures are predictable



Equipment Sensors Required
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Equipment Sensors Required

• Rate of energy consumption and temperature 
gradient across enclosure, room or buildingg , g



Trending 
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Trending 


Rolling Average

-10%

Average 

Alarm!
Flag it here

-20%

Something changed
around here

• Decreasing “efficiency” – is that a problem?
Time

Decreasing  efficiency   is that a problem?
• Increasing “efficiency” – why?



Summary
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Summary

• Buildings are an important grid connected 
load, consuming 70% of generated powerg g p

• Peak demand values may not be abnormal
U l d d l i li d• Unusual demand at unusual times normalized 
to temperature provides useful insight

• New patented method to “drill down” within a 
facility and find problem areasfacility and find problem areas


